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I AUTHORITY

A. State Authority

The following Rules Pertaining to Public Water Systems are duly adopted and promulgated
by the Arkansas State Board of Health pursuant to the authority expressly conferred by the
Laws of the State of Arkansas including, without limitation, Act 96 of 1913, as amended (Ark.
Code Ann. § 20-7-109).

B. Incorporation by Reference

The Rules Pertaining to Public Water Systems incorporate by reference the federal National
Primary Drinking Water Regulations found in 40 CFR Parts 141, 142 and 143.

. PURPOSE

These Rules are adopted for the purpose of ensuring that all persons in the State of
Arkansas receiving water from a public water system are provided with ample quantities of
safe, palatable water which is in full compliance with the National Primary Drinking Water
Regulations.

lll. DEFINITIONS

For the purpose of these Rules, the following terms are defined:

A. Contaminant:
Any physical, chemical, biological, or radiological substance or matter in water.

B. Cross-Connection:

A physical connection between a public water supply and either an unsafe or a
questionable quality water supply or any toxic or objectionable material.

C. Distribution System:

All systems of conduits and their appurtenances by which water is distributed to
consumers.

D. Financial Capacity:

Financial resources of the water system including, but not limited to, the revenue
sufficiency, credit worthiness and fiscal controls.
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E. Ground Water:

Naturally occurring water occupying the zone of saturation in the ground below the
surface of the earth.

F. Managerial Capacity:

The management structure of the water system including, but not limited to, ownership
accountability, staffing, organization and effective linkages.

G. Maximum Contaminant Level (MCL):

The maximum permissible level of a contaminant in water which is delivered to the
free flowing outlet of the ultimate user of a public water system, except in the case of
turbidity and other specific contaminants where the maximum permissible level is
measured at the point of entry to the distribution system. Contaminants added to the
water under circumstances controlled by the user, except for those resulting from
corrosion of piping and plumbing caused by water quality, are excluded from this
definition. It is not the intent of these Rules to include individual service pipes from the
property side of the water meter to buildings and plumbing within or in connection with
buildings served, since this is covered in the State Plumbing Code.

H. National Primary Drinking Water Regulations:

The current, effective drinking water regulations promulgated by the United States
Government.

. Owner:
Any person, firm, corporation, institution or governmental agency, or their agent,
owning, operating, or modifying any water system, distribution system or water
treatment plant.

J. Public Water Supply Reservoir:

A lake or reservoir, not owned by the United States of America, which is utilized as a
source, directly or indirectly, either permanently, temporarily, or as a standby, for a
public water system.

K. Public Water System:

Public water system or PWS means a system for the provision to the public of water
for human consumption through pipes or other constructed conveyances, if such
system has at least fifteen service connections or serves an average of at least
twenty-five individuals daily at least 60 days per year. Such term includes: (1) any
collection, treatment, storage, and distribution facilities under control of the operator of
such system and used primarily in connection with such system; and (2) any collection
or pretreatment storage facilities not under such control which are used primarily in
connection with such system. This includes sources for bottled water.
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1. Community Public Water System:

A public water system that serves at least 15 service connections used by year-
round residents or regularly serves at least 25 year-round residents.

2, Non-Community Public Water System:

A public water system that serves at least 15 service connections or at least 25
persons per day that is not a community water system, or a water source that is
not a community water system that is utilized as a source for bottled water.

a) Non-Transient Non-Community Public Water System:

A Non-Community Water System that serves at least 25 of the same
individuals at least 180 days (or portions thereof) per year.

b) Transient Non-Community Public Water System:

Any Non-Community Water System that is not a Non-Transient Non-
Community Public Water System.

L. Restricted intake zone

An area immediately adjacent to a surface water source intake, in which no activity
unrelated to the operation of the intake or water system is permitted.

M. Restricted buffer zone

An area, larger than the restricted intake zone, surrounding a surface water intake, a
spring, or a wellhead, in which activity is restricted to those activities that will not have
the potential to cause contamination of the water source.

N. Surface Water Influenced Ground Water:

A ground water with significant occurrence of insects or other macro-organisms,
algae, or large diameter pathogens such as Giardia lamblia, or which is subject to
significant changes in water quality which are determined to be in direct relationship
with the climatological or surface water conditions.

0. Surface Water:

Water that flows over or rests upon the surface of the earth. The term surface water
includes rivers, lakes, impoundments, reservoirs and springs in addition to other man
made and naturally occurring bodies of water on the surface of the earth. Thermal
springs with minimum water temperatures greater than 120 degrees Fahrenheit are
not considered surface water.

Surface water shall not include those springs for which a comprehensive

hydrogeologic and microbiologic study has been performed by the owner which
indicates a lack of surface water influence, and which has been accepted by the
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Department and the Regional Office of the U.S. Environmental Protection Agency,
unless additional information refutes the original report's conclusions.

P. Technical Capacity:

The physical infrastructure of the water system including, but not limited to, the source
water adequacy, infrastructure adequacy (source, treatment, storage, and distribution)
and the ability of system personnel to implement the requisite technical knowledge.

Q. Water Treatment Plant:

A group or assemblage of processes, devices, and structures used for treating or
conditioning water for public drinking or domestic purposes.

R. Water Operator

Any person who during the performance of their regular duties, at any community public
water system; any non-transient non-community public water system; or any transient
non-community public water system that utilizes a surface water or surface water
influenced source, exercises individual judgment, whether directly or indirectly, that might
affect the safety, quality, or quantity of water delivered from the water system. (The term
Operator generally includes, but is not limited to, Managers, Assistant Managers,
Superintendents, Assistant Superintendents, Construction and Maintenance Foremen,
treatment plant personnel and other persons responsible for the operation and
maintenance of wells, reservoirs, water treatment facilities, water distribution facilities,
and pumping facilities.)

S. Water Operator of Record:

That person, not including elected officials performing their duties of office, whose
primary responsibility is the highest level of management and/or operation of the water
system, and compliance with the relevant state rules and federal drinking water
regulations.

T. Water Operator(s) in Responsible Charge

The water operator(s) designated by the owner to be the licensed operator(s) who is in
direct supervision of the water system regarding the daily operational activities and
protocols that an operator(s) follows when operating a public water system, water
treatment facility and/or distribution facility.

IV. APPLICABILITY

These Rules apply to all public water systems in the State of Arkansas, if such system has at
least 15 service connections or regularly serves an average of at least 25 individuals daily at
least 60 days out of the year, including federally owned or maintained public water systems.
These Rules shall also apply to owners and their agents who plan, design, or construct
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modifications or additions to public water systems. These Rules shall apply to all public
water systems utilized as a source for bottled water without regard to population served.

VI.

WATER QUALITY

A. Drinking Water Standards

The quality of the water made available must conform to the National Primary Drinking
Water Regulations. The Arkansas Department of Health may require the quality of the
water to conform to the National Secondary Drinking Water Regulations.

B. Approval

The quality of new or additional sources of supply must be approved by the Arkansas
Department of Health before being made available for public use. Production of water
that poses no threat to the consumer’'s health depends on continuous protection.
Because of human frailties associated with protection, priority should be given to
selection of the purest source. Polluted sources should not be used unless other
sources are not feasible and then only when adequate personnel, equipment, and
operating procedures are proposed or in-place to purify and otherwise continuously
protect the drinking water supply.

ALTERATIONS OR CHANGES REQUIRED

A. Authority to Issue Orders

The Arkansas Department of Health may, in order to protect the public health and to
ensure compliance with these rules and other applicable rules or regulations, issue
orders to public water systems requiring any one or more of the following actions:

1. The securing of a new source;

2. The modification of treatment facilities;

3. The addition of treatment facilities;

4. The securing of new or additional testing equipment;

5. The modification or expansion of monitoring or operating procedures;

6. The updating and submission to the Arkansas Department of Health of

the system's long range plan, or the submission of other financial or technical
reports requested by the Department, to document the system's technical,
financial, and managerial capacity to comply with the requirements of the Safe
Drinking Water Act.
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7. The conducting of a Comprehensive Performance Evaluation on the
system in accordance with the protocols established by the Environmental
Protection Agency.

B. Provision of Emergency Water Supply

Upon determination by the Director of the Arkansas Department of Health that a public
health emergency exists, the Arkansas Department of Health may order a public water
system to provide water to another public water system for the duration of the
emergency, provided that the receiving public water system agrees to pay a
reasonable rate for the water provided. The Department of Health must make a
formal determination that the supplying system has excess capacity, and that the
supplying system will not be harmed by the Order.

C. Compliance with Arkansas Department of Health Orders

The person, firm, corporation, institution, governmental agency, or municipality owning
a public water system, shall, at its own expense, comply with such orders in a
reasonable length of time. Approval of any proposed change or new construction, by
the Arkansas Department of Health, is required prior to initiating the change or the
new construction.

Vil. OPERATION

Every owner must operate the water supply, including water treatment plant and distribution
system, so as to meet the standards set forth in the National Primary Drinking Water
Regulations, and take every reasonable precaution to protect the water from contamination.
Every owner of a surface water system must operate the treatment facility within the
operating criteria specified at the time of approval by the Arkansas Department of Health, or
as specified in writing to the owner by the Arkansas Department of Health at any time
following the approval. (See also Section XXI.)

A, Monitoring

For purposes of determining compliance with the National Drinking Water Regulations,
the Arkansas Department of Health Laboratory will be used unless otherwise
approved by the Arkansas Department of Health.

The Arkansas Department of Health may, by using a published policy, signed by the
Director of the Department, and approved by the U.S. Environmental Protection
Agency, utilize any discretion allowed in the National Primary Drinking Water
Regulations for monitoring requirements or for Maximum Contaminant Level or
Treatment Technique compliance.
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B. Records

The owner shall make such suitable analyses and keep such records of operation as
required by the Arkansas Department of Health. True and accurate reports of such
analyses and operational records for each month shall be submitted to the Arkansas
Department of Health by the tenth day of the following month. (See also Section
XVIL)

Unless a longer record retention period is specified elsewhere or required by the
National Primary Drinking Water Regulations, all records including analyses results,
reports, forms, charts, daily logs, and electronic files shall be retained for a minimum
of three (3) years and shall be made available for review if requested.

C. Responsibility

Every owner or their agents shall be responsible for compliance with these Rules_and
shall submit samples of water to the Arkansas Department of Health Laboratory
whenever requested by the Arkansas Department of Health. Such samples must be
representative of the water in the system and must not be tampered with in any
manner which may affect the analytical results.

D. License

The owner of any community public water system, non-transient non-community public
water system, or any other non-community public water system which utilizes a surface
water or surface water influenced source shall utilize water operators duly licensed under
the provisions of Act 333 of 1957, as amended, and such Rules as may be adopted
under the provisions of Act 333 of 1957 as amended. (See Arkansas Code Annotated §
17-51-101 et seq)

The owner shall place the direct supervision of the water system under an available
Water Operator(s) in Responsible Charge holding a valid license equal to or greater than
the classification of the treatment facility and/or distribution facility.

E. Cross-Connection Program

The owner shall institute a routine cross-connection program to locate and eliminate
cross-connections. The program shall include routine inspections of commercial and
industrial establishments and the routine maintenance of a listing of locations of cross-
connection control devices. Each program shall include the mandatory testing of
backflow prevention devices by certified testers, on a frequency approved by the
Arkansas Department of Health.

F. Fluoridation

1. Application
In accordance with Act 197 of 2011 (§ 20-7-136) , the owner of a public water system
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that produces and treats raw water and that directly or through a consecutive system
or systems supplies five thousand (5,000) persons or more shall implement a
fluoridation program so as to maintain an optimum fluoride concentration in the water.
For such systems and for any public water system that controls the fluoride
concentration, the optimum concentration shall be 0.7 milligrams per liter with a
control range of 0.6 milligrams per liter to 1.2 milligrams per liter.

2. Equipment, testing and reporting

A public water system that controls the fluoride concentration shall comply with the
applicable sections of this rule. In addition, such public water systems shall comply
with the fluoride equipment, record keeping, testing, reporting and related
requirements identified as a “must” for Community Public Water Systems contained in
Sections Il, Ill, and IV of Engineering and Administrative Recommendations for Water
Fluoridation, 1995, Centers for Disease Control and Prevention, except that entry
point rather than distribution system monitoring shall be utilized for measuring the
fluoride concentration. Other exceptions on a case-by-case basis may be allowed but
only as specified in writing by the Arkansas Department of Health.

3. Compliance

Pursuant to § 20-7-136 (d) and (e), implementation of a fluoridation program is not
required: 1) until funds sufficient to pay capital start-up costs for fluoridation equipment
for the system have become available from any source other than tax revenue or
service revenue collected by the water system or the entity which owns or controls it;
or 2) for a water system in this state that receives its water from a community in
another state until a substantially similar fluoridation program is enacted in the other
state. Reasonable items for fluoridation start-up include those indispensible to the
proper and safe addition and handling of fluoride compounds such as piping, feeder,
chemical storage, safety, testing and related equipment and facilities.

G. Approved Chemicals, Materials, Equipment, and Processes

All chemicals added to the water and all materials in contact with in-process or treated
water shall be certified as being in compliance with ANSI/NSF Standards 60 and 61,
as applicable. In addition, all products required to be “lead free” as determined
through Section 1417 of the Safe Drinking Water Act (42 U.S.C. 300g-6) shall be
certified as being in compliance with NSF/ANSI 372 or Annex G of NSF/ANSI 61.
Certification shall be made by an independent agency. Self-certification by the
manufacturer will not be accepted.

All unit processes, equipment, chemicals and appurtenances shall be in accordance
with the latest edition of the applicable AWWA standards, and approved by the
Arkansas Department of Health.

For treatment facilities utilized for treating water solely for bottled water or very small

water systems, at its discretion, the Department may allow certification with the
equivalent U.S. Food and Drug Administration food contact or food additive standard
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VIII.

or other ANSI/NSF drinking water standards in lieu of certification with the appropriate
ANSI/NSF 60/61 and AWWA standards.

H. Emergency Planning

Each Community Public Water System and each Non-Transient Non-Community
Public Water System shall have a written emergency plan. The emergency plan shall
include, at a minimum, names and telephone numbers of responsible utility personnel,
procedures to be followed in the event of loss of electricity, source, treatment, storage,
or distribution facilities, and procedures to be followed in the event of a loss of
distribution system pressure or a known or suspected introduction of contaminants
into the distribution system, as approved by the Arkansas Department of Health.

1. Long Range Planning

Each Community Public Water System and each Non-Transient Non-Community
Public water system shall have a written long-range plan. The long-range plan shall
address, at a minimum, projected needs for source, treatment, storage and distribution
for a planning period of at least ten years, and shall demonstrate the system's
technical, financial, and managerial capacity to comply with the requirements of the
Safe Drinking Water Act.

J. New Systems/Modification of Existing Systems

Prior to the startup of a new public water system or specified extensions or
modifications of existing systems, the Owner shall notify the Department of Health that
the system is in full compliance with the approved plans, specifications, and special
conditions imposed by the Department, and obtain written approval from the
Department to initiate use of the new system or modifications. The Department shall
issue written approval or disapproval within five working days of the receipt of the
certification. If the Department fails to issue an approval or disapproval within five
working days following the Department's receipt of the certification, use of the project
may be initiated. The Department may grant verbal interim approvals in emergency or
critical situations.

GROUND WATER SUPPLIES
A. Location

1. Surface Drainage

Every well must be located on a site having good surface drainage, at a higher
elevation than, and at a safe distance from, any barnyard, privy, soil pipe, any
pipe through which sewage may back up or overflow or from any other possible
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B.

source of pollution and in such a manner as to prevent the contamination of the
water by either underground seepage or channels, lakes, ponds and surface
drainage.

2. Proximity to Sources of Contamination

The horizontal distance from any such possible source of contamination such
as privies, septic tanks, sewers, sub-surface pits, sub-surface sewage disposal
fields, and barnyards must not be less than 100 feet. This distance shall be
used only where a sanitary survey performed by the Arkansas Department of
Health indicates it to be safe, and greater distances shall be required where
local conditions necessitate. Chemical storage or disposal facilities shall not be
located within 100 feet of the well, without written approval of the Arkansas
Department of Health.

3. Proposed Well Sites

The location of each proposed well must be approved in writing by the
Arkansas Department of Health prior to commencing construction.

4. Location Below Grade Prohibited

No wellhead, well casing or well pump (except submersible pumps) shall be
located in any pit, room or spaces extending below ground directly over the
well.

5. Ownership of Restricted Buffer (Wellhead Protection) Zone

The owners of water supplies utilizing a well source shall effectively control a
restricted buffer (wellhead protection) zone around the well at 100 feet in
radius. Deviation from ownership of the restricted buffer (wellhead protection)
zone may be approved by the Arkansas Department of Health for a portion of
the restricted buffer (wellhead protection) zone when that portion is owned by
another entity and permanent protective easements approved by the
Department of Health prohibit the conveyance, use, or storage of potential
contaminants within the easement.

Well Construction

All public water wells, whether community or non-community, shall be constructed in
accordance with the latest edition of AWWA Standard A100 and approved by the
Arkansas Department of Health. A copy of the well construction log shall be filed with
the Arkansas Department of Health.
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1. Casing

Every well must have an outside water tight casing extending below the ground
surface to such a depth as may be necessary, depending upon the character of
the underground formations, to exclude the entrance of undesirable water and
sub-surface contamination, as determined by the Arkansas Department of
Health. The outer casing should be seated securely into an impervious
formation whenever possible, otherwise the casing should extend as far as
practical below the water table. The casing, when it extends into a pump room,
shall project above the pump room floor, and safely above maximum flood
elevation.

The annular space between the excavation line and the outside of the casing
shall be filled with impervious cement grout in such a manner as to prevent
surface water or shallow ground water from running directly down the outside of
the casing. The required depth of the grout seal will be determined by the
Arkansas Department of Health after a review of the geological formation.

2. Surface Protection

When required, the well must be protected at the surface by a water tight slab or
platform extending a minimum of two feet in all directions from the well and
sloped to provide drainage away from the well.

3. Wellhead and Pump

The discharge tee of the pump, together with the valves, shall be above the
pump room floor. Any pump placed immediately over the well casing must
have a watertight metal base to form a cover for the well. The base plate of the
pump shall be recessed on the under side to permit the casing to extend into it
at least one inch above the level of the concrete foundation. All air-relief vent
openings must be at least 24 inches above the floor and must be screened and
protected against the possibility of contaminating material entering the vent.
Each wellhead shall be provided with a raw water sample tap and the means
for measuring drawdown. Exceptions to this may be allowed for pitless
adapters provided they conform with all requirements of the latest edition of
‘Recommended Standards for Waterworks” by the Great Lakes — Upper
Mississippi river Board of State Sanitary Engineers (Ten States Standards).

4, Abandonment of Wells

All abandoned wells in consolidated formations must be filled from bottom to
within two feet of the top with cement. All wells in unconsolidated formations
must be filled with sand or natural material from the bottom to twelve (12) feet
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from the ground surface, and with bentonite or cement from twelve (12) feet to
two (2) feet from the ground surface. The record of abandonment must be filed
with the Arkansas Department of Health. See “Arkansas Water Well
Construction Code" - Arkansas Water Well Construction Commission - for more
detailed information on requirements.

C. Raw Water Quality

The raw water at the wellhead shall not contain organic, inorganic or radiochemical
contaminants that would not be removed or reduced to acceptable levels by a
reasonable method of water treatment.

SURFACE WATER SUPPLIES

A. Raw Water Quality

The water at the intake, based on the monthly arithmetical average number of coliform
organisms, shall not exceed 5,000 per 100 ml. in any month; nor exceed this number
in more than 20 percent of the samples examined during any month; nor exceed
20,000 per 100 mi. in more than 5 percent of such samples.

The water at the intake shall not contain organic, inorganic, or radiochemical
contaminants that would not be removed or reduced to acceptable levels by a
reasonable method of water treatment.

B. Watershed and Reservoir Sanitation

Protective distances stated in this section are minimum distances that may be used
only under ideal circumstances. Greater protection will be required in most cases; the
extent of the protective area will be determined by a field inspection of the proposed
site by the staff of the Department.

1. Recreational Use

Artificial lakes and all other bodies of water serving as reservoirs for city or
other public water supplies shall not be used for recreational or other purposes
in a manner whereby the water supply might become contaminated and thus
become a potential hazard to public health. (Also see Ark. Code Ann. § 14-
234-405 and Ark. Code Ann. § 14-251-106.)

2. Water Intake Structures
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Intake structures shall be located and designed such that the best possible
water quality can be obtained. Multi-level intake ports shall be provided.

Buoys shall be located in the water supply reservoir at a minimum distance of
300 feet from the intake and the use of the water or land within this 300 foot
zone shall be restricted to water supply activity only (restricted intake zone).
Greater distances may be required when deemed necessary by the Arkansas
Department of Health.

3.

Ownership of Restricted Zones
a) River Sources

The owners of water systems utilizing river intakes shall own and
effectively control a restricted buffer zone around the water intake. The
minimum restricted buffer zone shall include all land from the riverbank
to a line 300 feet back, if within a one fourth mile radius of the intake.
The maximum extent of this zone will be determined by the Arkansas
Department of Health on an individual basis after a sanitary survey of the
intake site has been made.

The Department may reduce the downstream protected zone if a weir or
other physical barrier precludes downstream water from backing up to
the intake.

b) Public Water Supply Reservoirs

The owners of water systems shall own and effectively control a
restricted buffer zone around the reservoir. The restricted buffer zone
shall include all of the land bounded by a fixed line which is at least 300
feet horizontally from the shore line when the reservoir is at the
maximum high water level contour as established by the Arkansas
Department of Health. Use of the restricted buffer zone will be
determined by the Arkansas Department of Health.

c) Other Reservoir Sources

In the case of large multi- purpose reservoirs developed, owned and
operated by the federal government, the water system owner shall
effectively control a restricted buffer zone on land around the water
intake structure. The extent of this restricted buffer zone will be
determined on an individual basis by the Arkansas Department of Health
after a sanitary survey of the proposed intake site has been made. All
possible sources of contamination are prohibited within this restricted
buffer zone.
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d) Spring Sources

The owners of water supplies utilizing spring sources shall own and
effectively control a restricted buffer zone around the spring. The
minimum restricted buffer zone shall be all property with a 300 foot
radius of the spring enclosure. The maximum extent of this buffer zone
will be determined by the Arkansas Department of Health on an
individual basis after a sanitary survey has been made of the spring site.

Deviations from the Restricted Buffer Zone

Deviations from the minimum restricted buffer zone may be approved by the
Arkansas Department of Health for a portion of the restricted buffer zone when
that portion is owned by another governmental entity and protective easements
to prohibit the conveyance, use, or storage of potential contaminants within the
easement are granted to the public water system.

Pollution of the Watershed

a) Objectionable Substances

No sewage, garbage, dead animals, refuse, industrial wastes or other
objectionable substances shall be deposited in the reservoir, or in the
restricted zones of any surface water source or surface water influenced
ground water source.

None of the above substances may be deposited, discharged, or
disposed of within the watershed of the water source, without the written
approval of Arkansas Department of Health.

b) Domestic Animals

Horses, cows, sheep, goats, swine, fowl, or other domestic animals are
prohibited in the restricted zones. Domestic animal lots and pens
located on the watershed of a water supply shall be maintained in a
manner acceptable to the Arkansas Department of Health.

c) Human Habitation

Residences, dwellings, houses, cottages, camps, cabins, tents, trailers,
club houses, or other places where people reside, congregate, or are
employed are prohibited in the restricted buffer zone around the
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reservoir; provided, however, that the water utility may, upon approval by
the Arkansas Department of Health, construct such structures in the
restricted buffer zone that are necessary for the protection of the
reservoir. All sewage disposal facilities located on the watershed of the
reservoir shall be constructed and maintained in accordance with the
requirements of the Arkansas Department of Health.

d) Picnicking and Camping

Camping is prohibited in the restricted buffer zone of the water supply.
Picnicking is prohibited in the restricted intake zone.

e) Swimming, Bathing, Skiing

Swimming, bathing, or skiing in the restricted intake zone of the water
supply, or other zones as specified by the Arkansas Department of
Health, is prohibited.

C. Filtration Required

1. Approval Required

Filtration of all surface water sources and surface water influenced groundwater
sources, by a method approved by the Arkansas Department of Health, is

required.

2. Use of Discretion

The Arkansas Department of Health may, by using a published policy, signed
by the Director of the Department and approved by the U.S. Environmental
Protection Agency, utilize discretion allowed in the National Primary Drinking
Water Regulations to allow an alternate MCL for turbidity.

D. Determination of Level of Treatment Required

The Arkansas Department of Health shall:
Set the level of removal/inactivation for enteric cysts and viruses (logarithmic
removal rates) required for each surface water source and each surface water
influenced groundwater source.
Determine treatment plant efficiency for removal of enteric cysts and viruses.
Determine the contact time or other operational parameter associated with

each treatment plant and its equipment, based on information submitted by the
owner or established by the staff of the Arkansas Department of Health, for
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